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Abstract: In transformerless grid-connected photovoltaic (PV) systems, leakage currents should be
properly addressed. The voltage fluctuations between the neutral point of the grid and the PV array,
i.e., common-mode voltage (CMV), will affect the value of the leakage currents. Therefore, the leakage
currents can be attenuated through proper control of the CMV. The CMV depends on the converter
topology and the modulation strategy. For the quasi-Z-source inverter (qZSI), the amplitude of the
high-frequency components in the CMV increases due to the extra shoot-through (ST) state. The CMV
reduction strategies for the conventional voltage source inverter (VSI) should be modified when
applied to the qZSI. In this paper, an input-split-inductor qZSI is introduced to reduce the CMV,
in which all the CMV reduction strategies for the VSI can be used directly with appropriate ST state
insertion. Moreover, the proposed method can be extended to impedance source converters with a
similar structure. Simulations and experimental tests demonstrate the effectiveness of the proposed
strategy for the qZSI in terms of CMV reduction.
Keywords: photovoltaic (PV); quasi-Z-source inverter (qZSI); leakage current reduction (LCR);
common-mode voltage (CMV); input split inductor
1. Introduction
The interest in renewable power generation systems has been increasing with no signs of slowing
down in recent years worldwide. The photovoltaic (PV) arrays are particularly attractive as a renewable
source for distributed generation with the advantages of relatively small size, noiseless operation
and simple installations [1]. Due to the low-voltage and intermittent output characteristics of the
PV arrays, power electronics are essential interfaces to deliver solar energy to the grid or residential
applications with boosting capability. The conventional topologies for PV applications either employ a
high-frequency or a low-frequency transformer for galvanic isolation between the PV arrays and the
grid, which results in higher cost, larger volume and lower efficiency. Recently, the transformerless
alternatives have been receiving more and more attention by addressing the aforementioned issues.
However, the leakage current may appear due to the PV array parasitic capacitance to the ground.
Leakage currents bring many concerns, e.g., electromagnetic interference issues, fault activation of
detector circuits and harmonic currents [2–4]. Therefore, the leakage current should be suppressed
within a certain level according to the standards like the IEC 62109-2 [5].
The fluctuations between the grid and PV array, i.e., common-mode voltage (CMV), will induce
large leakage currents flowing through the parasitic capacitors in a transformerless PV system [6,7].
To tackle the leakage current issue, various topologies and modulation methods have been
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proposed [8–10]. The basic principle of the topology modification is to introduce new paths to isolate
the PV array from the grid, e.g., a highly efficient and reliable inverter concept (HERIC). The CMV
amplitude depends on the choice of the switching vectors in the same topology. Hence, there are
various pulse width modulation (PWM) methods that can reduce the CMV, such as discontinuous pulse
width modulation (DPWM), active zero state pulse width modulation (AZSPWM), near state pulse
width modulation (NSPWM) and remote state pulse width modulation (RSPWM) [11–13]. While the
conventional PWM methods make the most use of all the vector states, the modified PWM methods can
reduce the CMV with active vector states and partial zero vector states to generate the output. DPWM
adopts all the active vector states and partial zero vectors to eliminate the CMV. RSPWM uses the
active vector states, e.g., odd vectors or even vectors, which lead to the same CMV amplitude. NSPWM
adopts the adjacent active vector states to generate the output that meets the reference requirement.
Furthermore, the CMV can also be alleviated by changing the traditional control schemes [14–19].
In terms of topology, the quasi-Z-source inverter (qZSI) has been considered as an alternative to
the conventional two-stage two-level inverter [20–24]. The qZSI can operate as a single-stage converter
by utilizing the shoot-through (ST) state. Due to its advantages, like a continuous input current and a
common ground point between the input and the DC-link, the qZSI can be an attractive candidate
for renewable applications with a wide input range. A typical three-phase grid-connected qZSI is
presented in Figure 1. As a transformerless inverter, the CMV fluctuations in the qZSI can also lead to
large leakage currents. The high-frequency components in the CMV of the qZSI are much larger than
those in the conventional two-stage transformerless inverter when the ST states were adopted [25].
When the prior-state-of-the-art CMV reduction strategies for the conventional voltage source inverter
(VSI) are applied to the qZSI, the high-frequency components are still large, which results from the
ST state. To address this issue, various strategies have been proposed. In [26], the CMV in the qZSI
with different modulation methods was analysed in detail. A modified PWM method, which only
utilizes odd vectors and the ST vector, was proposed in [27]. However, the maximum modulation
index decreased dramatically. To tackle the limited modulation index, the three-phase four-leg qZSI
was proposed in [28,29] with an extra phase leg. In [30], a recovery diode was adopted in the negative
side of the PV array to cut off the power flow of the CMV when the ZSI is operating in the ST state.
However, the ZSI will be disconnected from the PV array, which results in discontinuous input
conditions. To further take advantage of the qZSI system, it is essential to deal with the high-frequency
components in the CMV that result from the ST state. Meanwhile, further explorations are needed to
make the CMV reduction strategies for the conventional VSI also available for the qZSI system.
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Figure 1. Schematic of a three-phase grid-connected quasi-Z-source inverter system, where the
quasi-Z-source network (qZSn) consists of two inductors L1, L2, two capacitors C1, C2 and a diode D,
L f is the output filter, vg is the grid voltage, Cpv is the parasitic capacitance between the PV array and
the ground and ileak is the leakage current.
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In light of the above, this paper explores the CMV reduction strategies for the qZSI system based
on the methods for the conventional VSI without introducing additional circuits. By splitting the input
inductor into two parts, which maintains the total inductance, the high-frequency components due to
the ST state can be reduced to some extent. With the inductor-splitting method, all the conventional
CMV reduction strategies for the VSI can be used for the qZSI with appropriate ST state insertion.
More importantly, the proposed split-inductor qZSI shows the same operating features as the original
qZSI. The rest of this paper is organized as follows. The CMV of the qZSI is derived in Section 2, in
which the effect of the ST state on the CMV of the qZSI is discussed. The CMV reduction strategies for
the conventional VSI are presented in Section 3 in detail. The CMV of the proposed input split-inductor
qZSI is explored when the conventional CMV reduction strategies are used in Section 4. Simulations
and experimental tests demonstrate the effectiveness of the proposed strategy for the qZSI in terms of
CMV reduction in Section 5. Finally, concluding remarks are given in Section 6.
2. CMV Analysis in Different Operational States for the qZSI
As shown in Figure 1, the qZSI consists of two identical inductors (L1,L2), two identical capacitors
(C1,C2), a diode (D) and a conventional VSI. There are three different operation states in the qZSI
system: the active state, the null state and the ST state. Figure 2 illustrates the equivalent circuits of
the qZSI in the three states [31,32]. As a transformerless inverter, leakage currents may appear, as
previously mentioned. The leakage current is related to the CMV, which is defined as the average value
of the voltages between the outputs (as u, v, w) and the common reference in a three-phase inverter. In
the qZSI, the negative terminal (marked as N) of the input source vin is the common reference. Thus,
the CMV for the qZSI is obtained as [33]:
vcmv =
vuN + vvN + vwN
3
(1)
where vcmv is the CMV and viN (i = u, v, w) is the voltage from point “i” to the negative terminal N.
The space-vector PWM (SVPWM) has eight possible combinations of the switch vectors in the
conventional VSI: six active vectors (V1, V2, V3, V4, V5, V6) and two zero vectors (V0, V7), as shown in
Figure 3. θ in Figure 3 is the angle of the output reference Vref. In addition to the eight traditional
switching states, the qZSI has seven ST zero states (Vust, V
v
st, V
w
st , V
uv
st , V
uw
st , V
vw
st , V
uvw
st ). The CMV
can be calculated according to the equivalent circuits in Figure 2 as follows with the corresponding
switching states.
2.1. CMV during the Active State
Figure 2a shows the equivalent circuit of the qZSI during the active state. In this state, the diode
is conducting. The input voltage and inductors provide energy to the inverter side and charge the
capacitors simultaneously. Applying (1) in the equivalent circuit in Figure 2a, the CMV in the active
state can be calculated with odd vectors or even vectors as:
voddcmv =
vC1 + vC2 + 0 + 0
3
=
vC1 + vC2
3
(2)
in which voddcmv is the same value for all odd active vectors (V1, V3, V5). This is because during these
vectors, only one phase is connected to the impedance network through the upper switch and two
phases are connected through the lower switches. The CMV with the even vectors is obtained as:
vevencmv =
2(vC1 + vC2) + 0
3
=
2(vC1 + vC2)
3
(3)
where vevencmv represents the same value for all even active vectors (V2, V4, V6). Similarly, in this case,
two phases are connected to the qZSn through the upper switches, and only one phase is connected
through the lower switch.
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Figure 2. Equivalent circuits of the quasi-Z-source inverter during the (a) active state, (b) null state and
(c) shoot-through state.
2.2. CMV during the Null State
Figure 2b shows the equivalent circuit of the qZSI during the null state. In this state, the diode
is also conducting. The output voltage of the inverter is zero, and the impedance-source network is
disconnected from the inverter with no energy being transferred from the impedance-source network
to the inverter. Meanwhile, the input source and the inductors are still charging the capacitors.
Applying (1) to the equivalent circuit in Figure 2b, the CMV can be calculated as:
v0cmv =
0 + 0 + 0
3
= 0 (4)
v7cmv =
3(vC1 + vC2)
3
= vC1 + vC2 (5)
with v0cmv and v7cmv being the CMV values for zero vectors V0 and V7, respectively. During the zero
vector V0, all three phases are connected to the qZSn through the lower switches. While this works
with the zero vector V7 state, all three phases are connected to the qZSn through the upper switches.
Ⅰ
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Ⅳ
Ⅴ
Ⅵ
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4
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V 6V
0(7)
V
st
V

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Figure 3. Switching vectors generated by the qZSI in the vector space.
2.3. CMV during the Shoot-Through State
Figure 2c shows the equivalent circuit of the qZSI during the ST state. In this case, the diode is
reverse-biased and the capacitors transfer energy to the inductors. According to (1) and the equivalent
circuit in Figure 2c, the CMV can be obtained as:
vstcmv =
0 + 0 + 0
3
= 0 (6)
where vstcmv is the CMV for all the ST vectors. During the ST state, all three phases are connected to the
common reference.
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During the ST state, the DC-link voltage is zero. However, during the active state and null state,
the DC-link voltage reaches its peak value, which is equal to the sum of the two capacitor voltages in
the qZSn. The relationship between the peak DC-link voltage and the two capacitor voltages can be
described as:
vDC = vC1 + vC2 (7)
Assuming that the peak DC-link voltage and the capacitor voltages are constant during the operation
and D is defined as the ST duty ratio in a switching cycle, in steady-state, the voltages of the two
capacitors can be obtained as:
VC1 = (1− D)VDC (8)
VC2 = DVDC (9)
The CMV values in different states can be obtained according to (7)–(9). Table 1 shows the
switching vectors and the relevant CMV values. The CMV values in the qZSI are not constant in a
switching cycle with the utilization of different vectors, as shown in Table 1. Thus, the CMV values
vary depending on the modulation methods. The CMV fluctuation can lead to large leakage currents
when the qZSI is applied to the PV system.
Table 1. CMVs with relevant vectors in the qZSI.
Vectors CMV Values
V1, V3, V5 (odd vectors) 13 VDC
V2, V4, V6 (even vectors) 23 VDC
V7 (zero vector) VDC
V0 (zero vector) 0
Vst (shoot-through vectors) 0
3. CMV Reduction Strategies for the VSI
Although the PV system with isolation between the PV arrays and the grid side can avoid the
leakage current issue, the transformerless PV system is more attractive with higher efficiency and
lower weight considering the installation cost. However, the CMV of the transformerless system
should be limited to decrease the leakage current. The common-mode filter at the output side can
realize CMV reduction, but the system size and cost are further increased. The amplitude of the CMV
is related to the operation states, as shown in Table 1, making the modulation strategies available for
CMV reduction. By appropriately locating the sequence of the operation states in a switching cycle,
the fluctuation of the CMV in the VSI can be limited. Many modulation strategies for CMV reduction
have been proposed for the conventional VSI, e.g., DPWM, AZSPWM, NSPWM and RSPWM, as
shown in Figure 4. The conventional CMV reduction strategies are discussed in the following with
exemplified switching patterns and CMV in a switching cycle.
The conventional SVPWM uses all the vectors, as shown in Figure 3, while the CMV reduction
strategies for the VSI adopt partial switching vectors to reduce the CMV. Figure 4a shows the
switching signals for S1, S3 and S5 in the VSI (see Figure 1) and the corresponding CMV values.
In the conventional VSI, the switches in the same leg, e.g., S1 and S2 in Figure 1, are complementary.
In Sector 1, the DPWM uses two adjacent active states V1, V2 and a zero vector V7, where the zero
vector V0 will not be included. The CMV, with the DPWM, varies from
VDC
3 to VDC, for which the
amplitude is shown in Table 1. All the active vector states, i.e., V1–V6, are used in the DPWM, which
makes the DC-link voltage utilization identical to the conventional SVPWM method. Figure 4b shows
the switching signals and corresponding CMV values when AZSPWM is used. S3 and S6 are used to
create an output state that is the same as the zero state, while the zero vectors V0 and V7 are eliminated
to reduce the CMV amplitude. AZSPWM adopts only the active vector states, making the CMV
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amplitude vary between VDC3 and
2VDC
3 . More importantly, the maximum DC-link utilization ratio is
the same as that with DPWM. Referring to Table 1, a constant CMV can be obtained when only odd
or even switching patterns are used, i.e., NSPWM, as shown in Figure 4c. The CMV is VDC3 with only
odd vectors, i.e., V1, V3 and V5, and
2VDC
3 with only even vectors, i.e., V2, V4 and V6. However, the
maximum DC-link voltage utilization is reduced to 0.67, which is much smaller than that when the
SVPWM is adopted. As shown in Figure 4d, NSPWM adopts three active vector states that are close
to the output reference without using any zero vectors. There are two kinds of switching patterns
with the NSPWM in the same space sector. For example, in Sector 1, the switching vectors are V1,
V2, V6 when the output angular θ meets 0 ≤ θ < π/6, while the switching vectors are V1, V2, V3
when π/6 ≤ θ ≤ π/3. NSPWM also uses only active vector states to reduce the CMV and maintain
the same maximum DC-link voltage utilization ratio. However, when the ST vector state is inserted,
the conventional CMV reduction strategies for the VSI are no longer available for the qZSI. Thus,
further work should be done to tackle this issue, making the conventional CMV reduction methods
appropriate for the qZSI system.
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Figure 4. Typical CMV reduction strategies with switching patterns and CMV when using:
(a) discontinuous pulse width modulation (DPWM), (b) active zero state pulse width modulation
(AZSPWM), (c) remote state pulse width modulation (RSPWM) and (d) near state pulse width
modulation (NSPWM) strategies.
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4. Modified qZSI for CMV Reduction
The qZSI can achieve the boost capability by utilizing the ST vectors. The introduction of the ST
vectors will also change the CMV. According to Table 1, the CMV is zero when the ST vector state is
adopted, introducing high-frequency harmonics. Thus, an input-split-inductor qZSI is adopted to
reduce the CMV when the ST vector state is utilized in the conventional CMV reduction strategies.
According to the vectors, the average CMV value during the non-ST state and the CMV during the ST
state is applied, which can reduce the high-frequency components in the CMV. The CMV reduction in
the qZSI can be achieved in the following.
According to Figure 2, the voltage of the inductor L1 during the non-ST state can be obtained as
vL1 = −DVDC (10)
while the voltage of the inductor L1 during the ST state can be described as
vL1 = (1−D)VDC (11)
The CMV and the inductor voltage in the qZSI are presented in Figure 5, in which vcmv is the CMV,
vcmv_avg is the average CMV during the non-ST state when DPWM, AZPWM, RSPWM and NSPWM
are used. The average CMV during the non-ST state can be obtained as
vcmv_avg =
0 · tzero_0 + VDC3 · todd +
2VDC
3 · teven + VDC · tzero_7
tzero + todd + teven
(12)
in which todd is the time interval of all the odd vector states, i.e., V1, V3 and V5, teven is the time interval
of all the even vector states, i.e., V2, V4 and V6, tzero_0 is the time interval of the zero vector state V0,
tzero_7 is the time interval of the zero vector state V7 and tzero is the sum of tzero_0 and tzero_7.
As observed in Figure 5, the voltage of the inductor L1 is positive with its maximum value being
(1−D)VDC during the ST state when vcm is zero. Meanwhile, the voltage of the inductor L1 is negative
with its minimum value being −DVDC during the ST state when vcm_avg is positive. According to
the phenomenon seen from the CMV and the inductor voltage, the input inductor voltage can be
used to compensate for the CMV by splitting the inductor and maintaining the same total inductance.
The inductor L1 can be divided into L11 and L12, as shown in Figure 6. The proportional relationship
among L1, L11 and L12 can be obtained as{
L11 = xL1
L12 = (1− x)L1
(13)
where x is a coefficient that is used to describe the ratio of the split inductor, and then:{
vL11 = xvL1
vL12 = (1− x)vL1
(14)
in which vL11 and vL12 are the voltages of L11 and L12 and vL1 is the voltage of the original inductor L1.
Referring to (1), the CMV can be derived as
vcmv = vL11 +
vuN′ + vvN′ + vwN′
3
(15)
Subsequently, the average CMV during the non-ST state can be described as
vcmv = vcmv_avg − xDVDC (16)
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while the CMV during the ST state can be given as
vcmv = x(1− D)VDC (17)
To reduce the CMV in the split-inductor qZSI, the average CMV during the ST state and the CMV
during the non-ST state should be equal. Then, the following is obtained:
vcmv_avg − xDVDC = x(1− D)VDC (18)
Combining (12) and (18), the proportional coefficient x can be calculated as
x =
0 · tzero_0 + 1 · todd + 2 · teven + 3 · tzero_7
3 · (tzero + todd + teven)
(19)
The average CMV v̄CM during one cycle is then obtained as
v̄cmv =
(1− D)(todd + 2teven + 3tzero_7)
3 · (tzero + todd + teven)
VDC (20)
The average CMV in (12) during the non-ST state is reduced to the average CMV in (20), while the
CMV during the ST state, i.e., 0 V, is increased to the average CMV in (20) with the proposed CMV
reduction strategy. The CMV amplitude of the inductor-split qZSI becomes lower by shifting the
CMV effect of the ST state, which reduces the high-frequency components. With the proposed CMV
reduction strategy, the CMV reduction technique for the conventional VSI can be used for the qZSI
system directly with appropriate ST state implementation.
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According to (14), the inductance variation of L11 and L12 will also be reflected in the ratio of the
split inductor, i.e., x. The CMV during the non-ST state and ST state shown in (16) and (17) can be
obtained as vcmv_avg− x′DVDC and x′(1−D)VDC with x′ being the new ratio of the split inductor. The
inductance tolerance, e.g., ±5% in x, will make the average CMV vary around ±5% DVDC, which is
almost negligible.
5. Simulation and Experimental Results
To verify the above analysis, simulations and experimental tests of the three-phase qZSI with the
proposed CMV reduction strategies are presented. The system parameters of the qZSI are listed in
Table 2. The simulations were implemented in MATLAB/Simulink. Meanwhile, the experimental
tests were applied to the qZSI platform with a TMS320F28379 digital signal processor (DSP) controller,
an Altera Cyclone field-programmable gate array (FPGA) and three Mitsubishi intelligent power
modules (IPM), i.e., PM75DSA120.
The simulation results of the conventional qZSI system with the NSPWM and RSPWM strategies
are presented in Figures 7a and 8a. As shown in Figure 7a, the amplitude of the CMV with the NSPWM
strategy varies from 0 to 133.3 V due to the adopted switching vectors, i.e., V1–V6 and Vsh, referring
to Table 1. The introduction of the ST state increases the CMV with more high-frequency components;
see Figure 7a. The output current and voltage are also shown in Figure 7a, in which the peak-peak
value of the load current is 10 A. Figure 8a shows the CMV value and the output of the conventional
qZSI system. The amplitude of the CMV with the RSPWM strategy changes between 0 and 133.3 V
when the chosen switching vectors are V2, V4, V6 and Vsh. The CMV of the conventional VSI with the
RSPWM strategy is constant, but the CMV of the conventional qZSI with the RSPWM strategy contains
high-frequency components, as shown in Figure 8a. The output current and voltage of the system
present high total harmonic distortion (THD) (see Figure 8a), which results from the low DC-link
utilization with only four switching vectors. This also occurs when the RSPWM strategy is used in the
conventional VSI.
The simulation results of the modified qZSI system with RSPWM and NSPWM strategies
are presented in Figures 7b and 8b. The switching vectors for the two CMV reduction strategies
are different, making the corresponding modified qZSI system not the same. According to (19),
the relationship among L11, L12 and L1 is L11 = L12 = 12 L1 when the proposed method is adopted in
the qZSI system with the RSPWM strategy. The amplitude of the CMV with the NSPWM strategy
on the modified qZSI system varies from 66.7 V to 123.3 V, as shown in Figure 7b, which is reduced
dramatically when compared with that in Figure 7a. The output voltage and currents are exactly the
same as that of the conventional qZSI system, which is not affected by the input split inductors. When
the NSPWM strategy is used in the modified qZSI system, the relationship among L11, L12 and L1 is
L11 = 2L12 = 23 L1. As shown in Figure 8b, the CMV is constant at 120 V, and all the high-frequency
components are removed, while the output characteristics are not affected. The modified qZSI system
is related to the adopted switching vectors, which will not change the output of the system, but reduce
CMV when using the conventional CMV reduction strategies.
Figure 9 shows the experimental setup of the three-phase qZSI system. Figure 10 exemplifies the
conventional qZSI system and the modified qZSI system when the RSPWM strategy is adopted. The
experimental results agree well with the simulation results in Figure 8. The CMV of the conventional
qZSI system contains high-frequency components when the ST state is used, which varies from 0 to
133.3 V, as shown in Figure 10a. With the split inductor of L11:L12 = 2:1, the CMV is constant as 120 V
using the RSPWM strategy in Figure 10b. The output characteristics of the conventional qZSI system
and the modified qZSI system are the same, as shown in Figure 10, which verifies the effectiveness of
the proposed CMV reduction strategy. The ST state is inserted in the zero states of the inverter, making
the output of the inverter similar in the VSI, the qZSI and the modified qZSI when the same CMV
reduction strategy is used. The total harmonic distortion (THD) of the output of the qZSI system is
related to how many switching states exist in a switching cycle, which can be analysed exactly like the
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conventional VSI. When considering the output THD, CMV reduction strategies, e.g., the AZPWM
and RSPWM strategies, can achieve a high-quality output compared to that with the NSPWM strategy
in the VSI, the qZSI and the modified qZSI.
Table 2. Parameters of the three-phase qZSI system.
Parameters Symbol Values
Input voltage Vin 160 V
qZSI inductors L1, L2 700 µH
qZSI inductor resistance RL1 0.05 Ω
qZSI capacitors C1, C2 200 µF
qZSI capacitor resistance RC1 0.05 Ω
Output filter L f 1.8 mH
Switching frequency fs 10 kHz
Shoot-through duty ratio Dsh 0.1
Time (5ms/div)
(a)
Time (5ms/div)
0 0
0 0
CMV
(50 V/div)v
CMV
(50 V/div)v
out
(50 V/div)v
out
(10 A/div)i
out
(50 V/div)v
out
(10 A/div)i
(b)
Figure 7. Simulation results of the CMV vcmv, output voltage vout and output voltage iout when
the NSPWM strategy is used in (a) the conventional three-phase qZSI system and (b) the modified
three-phase qZSI system [Time (5 ms/div)].
Time (5ms/div)
(a)
Time (5ms/div)
0
0 0
0
CMV
(50 V/div)v
CMV
(50 V/div)v
out
(50 V/div)v
out
(10 A/div)i
out
(50 V/div)v
out
(10 A/div)i
(b)
Figure 8. Simulation results of the CMV vcmv, output voltage vout and output voltage iout when
the RSPWM strategy is used in (a) the conventional three-phase qZSI system and (b) the modified
three-phase qZSI system [Time (5 ms/div)].
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Controller
Output filter
IPM modules
QZSn
Oscilloscope
Experimental
      Setup
Figure 9. Photograph of the experimental setup of the three-phase qZSI system.
(a)
CMV
(50 V/div)v
CMV
(50 V/div)v
out
(50 V/div)v
out
(50 V/div)v
out
(10 A/div)i
out
(10 A/div)i
(b)
Figure 10. Experimental results of the CMV vcmv, output voltage vout and output voltage iout when
the RSPWM strategy, i.e., all even vectors in this paper, is used in (a) the conventional three-phase qZSI
system and (b) the modified three-phase qZSI system [Time (10 ms/div)].
6. Conclusions
A CMV reduction strategy is proposed in this paper by splitting the input inductor to make the
CMV reduction strategies for the conventional VSI available for the qZSI system. With the proposed
strategy, the input inductor is divided into two parts at the positive and negative side of the input
source with the same total inductance, keeping the continuous characteristics of the qZSI system. The
ratio of the divided two-part inductance is related to the switching vectors that are chosen, which are
generally used to reduce the CMV. The average CMV during the non-ST state is used to derive the
proportional relationship between the divided inductance. With the proposed strategy, the output
features are not affected, while the amplitude of the CMV is reduced. Simulations and experimental
results are provided to verify the effectiveness of the proposed CMV reduction strategy. Moreover, the
proposed CMV reduction strategy can also be used for other converters with a similar structure to
reduce the CMV.
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